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DIVISION 26 - ELECTRICAL 
Section 260544 – Sleeves and Sleeve Seals for Electrical Raceways and Cabling 
1. GENERAL 
1.1 WORK INCLUDES 
A. Base Bid: 
1. Electrical Contractor: 
a. Sleeves for raceway and cable penetration of non-fire-rated construction walls and 
floors. 
b. Sleeve-seal systems. 
c. Sleeve-seal fittings. 
d. Grout. 
e. Silicone sealants. 
B. Alternate Bids: None 
1.2 RELATED WORK 
A. Specified Elsewhere: Drawings and general provisions of the Contract apply to this 
Section. 
B. Section 078413 "Penetration Firestopping" for penetration firestopping installed in fire-
resistance-rated walls, horizontal assemblies, and smoke barriers, with and without 
penetrating items. 
1.3 Furnished, but installed by others: N/A 
1.4 SYSTEM DESCRIPTION 
A. Section Includes: 
1. Sleeves for raceway and cable penetration of non-fire-rated construction walls and 
floors. 
2. Sleeve-seal systems. 
3. Sleeve-seal fittings. 
4. Grout. 
5. Silicone sealants. 
1.5 QUALITY ASSURANCE 
A. Testing Agency Qualifications: Member company of NETA or an NRTL. 
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1.6 REGULATORY REQUIREMENTS 
A. National Electric Code 2014 (NFPA 70) 
1.7 ABBREVIATIONS: N/A 
1.8 SUBMITTALS 
A. Product Data: For each type of product. 
B. Field quality-control reports. 
C. Qualification Data: For testing agency. 
D. Field quality-control reports. 
2. PRODUCTS 
2.1 SLEEVES 
A. Wall Sleeves: 
1. Steel Pipe Sleeves: ASTM A 53/A 53M, Type E, Grade B, Schedule 40, zinc coated, 
plain ends. 
2. Cast-Iron Pipe Sleeves: Cast or fabricated "wall pipe," equivalent to ductile-iron 
pressure pipe, with plain ends and integral waterstop unless otherwise indicated. 
B. Sleeves for Conduits Penetrating Non-Fire-Rated Gypsum Board Assemblies: Galvanized-
steel sheet; 0.0239-inch (0.6-mm) minimum thickness; round tube closed with welded 
longitudinal joint, with tabs for screw-fastening the sleeve to the board. 
2.2 PVC sleeves in "PVC-Pipe Sleeves" and "Molded-PVC Sleeves" paragraphs below may be 
prohibited by authorities having jurisdiction. 
A. PVC-Pipe Sleeves: ASTM D 1785, Schedule 40. 
B. Molded-PVC Sleeves: With nailing flange for attaching to wooden forms. 
C. Molded-PE or -PP Sleeves: Removable, tapered-cup shaped, and smooth outer surface with 
nailing flange for attaching to wooden forms. 
D. Sleeves for Rectangular Openings: 
1. Material: Galvanized sheet steel. 
2. Minimum Metal Thickness: 
a. For sleeve cross-section rectangle perimeter less than 50 inches (1270 mm) and 
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b. For sleeve cross-section rectangle perimeter 50 inches (1270 mm) or more and one 
or more sides larger than 16 inches (400 mm), thickness shall be 0.138 inch (3.5 
mm). 
2.3 SLEEVE-SEAL SYSTEMS 
A. Description: Modular sealing device, designed for field assembly, to fill annular space 
between sleeve and raceway or cable. 
1. Sealing Elements: EPDM rubber interlocking links shaped to fit surface of pipe. 
Include type and number required for pipe material and size of pipe. 
2. Pressure Plates: Carbon steel. 
3. Connecting Bolts and Nuts: Carbon steel, with corrosion-resistant coating, of 
length required to secure pressure plates to sealing elements. 
2.4 SLEEVE-SEAL FITTINGS 
A. Description: Manufactured plastic, sleeve-type, waterstop assembly made for embedding in 
concrete slab or wall. Unit shall have plastic or rubber waterstop collar with center opening 
to match piping OD. 
2.5 GROUT 
A. Description: Nonshrink; recommended for interior and exterior sealing openings in non-
fire-rated walls or floors. 
B. Standard: ASTM C 1107/C 1107M, Grade B, post-hardening and volume-adjusting, dry, 
hydraulic-cement grout. 
C. Design Mix: 5000-psi (34.5-MPa), 28-day compressive strength. 
D. Packaging: Premixed and factory packaged. 
2.6 SILICONE SEALANTS 
A. Silicone Sealants: Single-component, silicone-based, neutral-curing elastomeric sealants of 
grade indicated below. 
1. Grade: Pourable (self-leveling) formulation for openings in floors and other horizontal 
surfaces that are not fire rated. 
2. Sealant shall have VOC content of g/L or less when calculated according to 
40 CFR 59, Subpart D (EPA Method 24). 
3. Sealant shall comply with the testing and product requirements of the California 
Department of Health Services' "Standard Practice for the Testing of Volatile Organic 
Emissions from Various Sources Using Small-Scale Environmental Chambers." 
B. Silicone Foams: Multicomponent, silicone-based liquid elastomers that, when mixed, 
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3.1 SLEEVE INSTALLATION FOR NON-FIRE-RATED ELECTRICAL PENETRATIONS 
A. Comply with NECA 1. 
B. Comply with NEMA VE 2 for cable tray and cable penetrations. 
C. Sleeves for Conduits Penetrating Above-Grade Non-Fire-Rated Concrete and Masonry-
Unit Floors and Walls: 
1. Interior Penetrations of Non-Fire-Rated Walls and Floors: 
a. Seal annular space between sleeve and raceway or cable, using joint sealant 
appropriate for size, depth, and location of joint. Comply with requirements in 
Section 079200 "Joint Sealants." 
b. Seal space outside of sleeves with mortar or grout. Pack sealing material solidly 
between sleeve and wall so no voids remain. Tool exposed surfaces smooth; 
protect material while curing. 
2. Use pipe sleeves unless penetration arrangement requires rectangular sleeved opening. 
3. Size pipe sleeves to provide 1/4-inch (6.4-mm) annular clear space between sleeve 
and raceway or cable unless sleeve seal is to be installed. 
4. Install sleeves for wall penetrations unless core-drilled holes or formed openings are 
used. Install sleeves during erection of walls. Cut sleeves to length for mounting flush 
with both surfaces of walls. Deburr after cutting. 
5. Install sleeves for floor penetrations. Extend sleeves installed in floors 2 inches (50 
mm) above finished floor level. Install sleeves during erection of floors. 
D. Sleeves for Conduits Penetrating Non-Fire-Rated Gypsum Board Assemblies: 
1. Use circular metal sleeves unless penetration arrangement requires rectangular sleeved 
opening. 
2. Seal space outside of sleeves with approved joint compound for gypsum board 
assemblies. 
E. Roof-Penetration Sleeves: Seal penetration of individual raceways and cables with flexible 
boot-type flashing units applied in coordination with roofing work. 
3.2 SLEEVE-SEAL-SYSTEM INSTALLATION 
A. Install sleeve-seal systems in sleeves in exterior concrete walls and slabs-on-grade at 
raceway entries into building. 
B. Install type and number of sealing elements recommended by manufacturer for raceway or 
cable material and size. Position raceway or cable in center of sleeve. Assemble 
mechanical sleeve seals and install in annular space between raceway or cable and sleeve. 
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3.3 SLEEVE-SEAL-FITTING INSTALLATION 
A. Install sleeve-seal fittings in new walls and slabs as they are constructed. 
B. Assemble fitting components of length to be flush with both surfaces of concrete slabs and 
walls. Position waterstop flange to be centered in concrete slab or wall. 
C. Secure nailing flanges to concrete forms. 
D. Using grout, seal the space around outside of sleeve-seal fittings. 
END OF SECTION 260544 
